
Air Balance Specification 

1. Identify number of unit(s) 
2. Identify type of HVAC system in space, e.g. package, split, cooler/heater, etc. 
3. For each unit 

a. Establish amount of outside air CFM 
b. Establish % of outside air for the system 

4. Record results for each unit in electronic file 
5. Send electronic file to SFB and testing agency 

 


